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GENERAL NOTES: DEMOLITION_NOTES:
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O TN, NEW FECEPTACLE CIRCUT CONDUT/WIRING O

PHYSICAL DAMAGE.

RECEPTACLES SHALL BE GFCITYPL 120V 154

RECEPTACLE BRANCH CIRCUITWIRING SHALL BE 14 AWG 2-CONDUCTOR UNLESS
OTHERWISE NOTED.

s GENERAL NOTES: s
PROVIDE RANO FREQUENCY SUPPRESSORS FOR ALL LIGHTING
FIXTURES.

DANEL 2A1 é FELD VERFY SERVING VOLTAGES FOR AL LICHTING FIXTURES.
Lo T - 3
o= EMERGENCY BATTERY BACK-UP BALLASTS SHALL BE COMNECTED TO THE
UNSWITCHZD SIDE OF THE BRANCH CIRCUI
INSTALL A *12 AWG_EQUPKENT CROUNDNG CONDUCTOR TO EACH
mmﬁmrlﬂ\ _ i @ ELECTRONC BALLAST I EACH LIGHT FIXTURE. _
— mﬂwmc{z ™ ! LIGHTING BRANCH CIRCUIT WIRING SHALL BE 12 AWG 3-CONDUCTOR UNLESS —
i GTHERWISE HOTED

ALL CIRCUIT ASSIGNMENTS AND WIRING INTERCONNECTIONS SHALL
BE FIELD VERFIED PRIOR TO CONSTRUCTION.
THE COMPACT FLUORESCENT DOWNLIGHTING IN EACH BATHROOM SHALL BE

E CONTROLLED BY THE LIGHT SWITCHES AS DEPICTED. £

| EACH LUMINAIRE SHALL EBE WIRED TO AN QUTLET BOX WITH A TAP CONDUCTOR
THAT DOES NOT EXCEED 6 FEET O LENGTH.
Av WIRING OF LUMINARES MUST BE NEATLY ARRANGED AND PROTECTED FROM

DRAWING NOTES:
EXISTING LIGHTING BRANCH CIRCUIT *7 FROM POWER PANEL 24 SHALL BE DEDICATED
T0 A RECEPTACLE IN THE KITCHENETTE,

UTILIZE SPARE BRANCH CIRCUIT *31IN POWER PANEL 2A1FOR_THE LIGHTING IN EACH
RESTROOM AND THE KITCHENETTE. THE CIRCUIT SHALL BE 277v 20A

COORDINATE LOCATION OF EACH BOBRICK PAPER .S,...Mr U_nv NSER AC-DC TRANSFORMER

WITH THE FAA COR. TRANSFORMER SHALL BE FED FROM RECEPTACLE CIRCUIT i
*4 FROM PANEL 2A

POWER PANEL 24115 4807277V AND 2A 1S 2081120V LOCATED N CORRIDOR C207.
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MAIN ARTCC
BUILDING

DRAWING NOTES:

EXISTING WALL-MOUNTED HORN/STROBE DEVICE TO BE
DEMOLISHED IN EACH RESTROOM. CONTRACTOR SHALL
INSTALL A SIMPLEX CEILING-MOUNTED HORN/STROBE
DEVICE WITHIN 5 FEET OF THE REMOVED WALL-MOUNTED
DEVICE. CONDUIT AND WIRING TO BE RECONFIGURED AS
NECESSARY. NLC LOOP SHALL REMAIN IN OPERATION

AT ALL TIMES. CONTRACTOR SHALL ARRANGE FOR SIMPLEX
TO VERIFY AND TEST OPERATION OF NEW DEVICES.

LEGEND:

N WALL -MOUNTED FiRE ALARM
HORN % STROBE

FIRE ALARM WIRING (EXISTING)
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NOQTES:
1. REMOVE INSULATION FROM ALL DUCTWORK IN ROOMS C211 AND
— C212. SEE DRAWING HOOI.
2. DEMOLISH DIFFUSERS AND REGISTER IN ROOMS C211 AND €212
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GENERAL NOTES:
A REFER TO SHEET MOD1 FOR GENERAL
NOTES.
H REFER TO DETAL 3/M003 FOR H
CONNECTION TO STRUCTURAL
SUPPORTING zmz_mme
VIBRATION ISOLATOR
HANGER MOUNT
- @ (TYP) 1/ —
4
/ SEE SCHEDULE 1SHEET M44A
G G
GALVANIZED
STEEL SHELD (360°)
W/1* N OVERLAP
- | MNMUM 12" LONG e
CENTERED ON
SUPPORT W/BAND
NOTES: CLAMP BOTH ENDS
1. ANCHOR BOLT SIZE AND QUANTITY FOR SEISMIC ZONE-28, AND SMACNA SEISMC ReHATEM
HAZARD LEVEL B. 174" MN RADIAL
F CLEARMNCE F
/T TRAPEZE TYPE PIPE HANGER DETAL YT e
é NTS 1/2" STUD NUT
W/ SPRING
DOUBLE STRUT
e GALVANIZED N
STEEL CHANNEL
(FOR INSULATED PIPE)
E {2\ PIPE_CLAMP ASSEMBLY E
\M003/" s
VIZRATION ISOLATOR
D HANGER — HANGER MOUNT ’
SUPPORT
ROD
|
_ G EE P ADJUSTABLE [ \ B
_zwcgdozl,.f WROUGHT CLEVIS J___ . ﬁ_mﬂm_. _»mwﬂox
PIPE | BOTTOM CF WAFFLE
GALY SHELD—— B"X6"X3/8"
12" LONG BENT ‘PLATE
COORDINATE REQUIRED SIZE AND
C NOTE: EXISTING — HUMBER OF ANCHOR BOLTS C
MATCH HANGER SUPPORT TO 0D OF INSULATION FOR INSULATED LINE, STRUCTURE WITH HANGER LOAD
MATCH HANGER SUPPORT TO 0D OF PIPE FOR UNINSULATED LINES. AEOVE
CLEVIS
HANGER
— /& SINGLE PIPE_HANGER DETAL SUPPGRT ROD T —
\003/ s T
/37 HANGER ROD ATTACHMENT DETAL l ,m
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ADMINISTRATION WING 2ND FLOOR
C SCALE: 1/4"= 1-0" C
NOTES:
1. IN_ROOM C212_SANITARY PIPING SERVING TOQILETS SHALL REMAIN.
= REMOVE TOILETS AND INSTALL NEW TOILETS ON mx_w:,_o FLANGES. S
REMOVE SANIT m< PIPING SERVING URINALS AND_LAVATORIES.
REMOVE ALL DOMESTIC WATER PIPING SERVING TOILETS, URINALS E
AND LAVATORIES IN ROOM C212 TO BELOW SECOND FLOOR SLAB )
ﬂ@ REv| ApOvED DESCAPTION KN RO v B
B 2 DEMOLISH ALL DOMESTIC AND SANITARY PIPING. SERVING TOILETS DEPARTMENT OF TRANSPORTATION o
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3. PIPING DEMOLITION SHALL BE SCHEDULED OVER A WEEKEND s
) TO MINMIZE IMPACT TO TOILETS BELOW. SECOND FLOOR TOILET RENGVATION o
i PLUMBING DEMOLITION 2
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NOTES:
sl 1. FURNISH AND INSTALL 24" STAINLESS STEEL DROP-IN SINK IN ROOM €213
2. WORK SHALL BE SCHEDULED TO MINIMIZE IMPACE TO FIRST FLOOR TOILETS.
3. INSTALL 4" SANITARY PIPING TO TOILETS. CONNECT TO SANITARY PIPING NS
IN FIRST FLOOR CEILING. TOILETS' SHALL BE FLOOR-MOUNTED TYPE z\\ p T o =T o B
B 4. 1" HOT WATER AND COLD WATER LINES SHALL CONNECT TO EXISTING LINES DEPARTMENT OF TRANSPORTATION o
IN CEILING BELOW. i dieE FEDERAL AVIATION ADMINISTRATION 2
_ - ) SULDING ATO - TECHNICAL OPERATIONS EASTERN SERVICE AREA| S
5. PROVIDE ISOLATION VALVES TO ISOLATE SECOND FLOOR_BATHROOMS. ARTCC 5
PROVIDE BALL VALVES TO ISOLATE FACH INDIVIDUAL FIXTURE. VALVES g
o Mm»rﬂ_”p»wnoo»pmnm%% mfﬂmﬂozﬁﬁcox ACCESS DOORS. SUBMIT PIPING PLAN ZNY ADMINISTRATION WING 3
F A . 5
: SECOND FLOOR TOILET RENOVATION =
i 6. PROVIDE TWO-HANDLE FAUCET AT EACH LAVATORY. HOT AND COLD PLUMBING - NEW WORK 7
: WATER SUPPLY LINES SHALL PROVIDE INDIVIDUAL TEMPRATURE CONTROL.
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